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Annex 1

UPS System 1

Capacity(kVA/kW) 10kVA/9kwW

Input Wiring L+N+PE /3Ph+N+PE (Both Single and 3 Phase)

Input Power Factor 0.99

Bypass Input and Frequency | L-N: 220/230/240V AC - 50/60 + 6Hz

Output Wiring L+N+PE

Output Rated Voltage 220/230/240V AC

Output Power Factor 0.9

Waveform Sin wave

Run time 65 Minutes with 40% Load (with Required Runtime Modules)
Redundancy 1+1 Redundancy with Parallel System or similar Technology (Sigle

Power Supply Equipment’s Must Not Be Shut down if 1 UPS Failed)

Communications

Network (SNMP catd must be included)

Warranty

Minimum 1 years Parts / 1 Years’ Service

Installation

Should Provide Installation

Vendors must be an authorized partner for the solution(s) they propose (Manufacture Authorization
Letter Required) and Training For two IT staff.




