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SERVICE BUILDING

1 MAINTENANCE WORKSHOP 1 Minimum 600Sqft

2 GENERATOR ROOM, Panel room 1 Minimum 300Sqft

3 VEHICLE GARARGE 1 Adequate In-house Parking area for 4 Ambulance with store of 150sqft and toilet

4 GENERAL STORE 1 Minimum 300Sqft

5 LAUNDRY 1 Demarcated areas for washing, segregation of soiled linens and drying and ironing and cupboards 
to hold the clean items.

6 OUTDOOR WAITING AREA 1 Minimum 500sqft, Outdoor hut

7 WASTE MANAGEMENT AREA 1 Separate waste collection, segregation and autoclaving

ACCOMODATION AREA

1 One room apartment 10 Each bed room (500sqft) with attached toilet , sitting room, kitchen & dinning, laundry area

2 Two room apartment 10 Each bed room (650sqft) with attached toilet , sitting room, kitchen & dinning, laundry area

Proposed Accomodation Building to be 5 storey, maximum 2000sqft foot print area.

Proposed Hospital Building to be 5 storey, maximum 75,000 - 100,000 sqft foot print area

MINIMUM INFRASTRUCTURE REQUIREMENT FOR SUPPORT SERVICES

Proposed Service Building to be single storey

The building should be designed according to the requirements given by  Ministry of Health.
There should be a separate buildings for the Health Facility, Support Services and Accomodation.
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