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WIRING OPTIONS FOR SUBPANEL AT A SEPARATE STRUCTURE

NO METAL WATER OR METAL GAS LINES ALLOWED TO BE
CONNECTED BETWEEN THE STRUCTURES.

OPTION #1
MAIN SERVICE
@ SEPARATE
STRUCTURE
NON METALLIC PVC CONDUIT
WITH 2-HOTS, AND 1-NEUTRAL R - Sve.rcure”t
/ \B evice
I_—‘I\
Grounding
L GROUNDING Electrode BOND NEUTRAL
ELECTRODE =  TOGROUND
OPTION #2
MAIN SERVICE
@ SEPARATE

NON METALLIC PVC CONDUIT

With 2-Hots, 1-Neutral and an STRUCTURE

Equipment Grounding Conductor

AN -— Overcurent
Device
Ground bonded
topanel —
| —

£ GROUNDING Do Not Bond Neutral

ELECTRODE To Metal Enclosure




