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VTV CONTRACTOR SHALL VERIFY
STA. 7+02.00 LINE "W-A HORIZONTAL AND VERTICAL scale . , feet
END WET BORE LOCATION OF EXIST. 8" WATER. 1" =20

(NO STEEL CASING) REMOVE EXIST. 8” PLUG AND

CONNECT TO EXIST. 8" WATER.

RECORD DRAWING

STA. 6+80.00 LINE "W-A" \ BASED ON CITY MARKUPS,

BEGIN WET BORE \ NOT FIELD SURVEY.
(NO STEEL CASING) \
\
\ NOTES:
, | 1. FOR INSTALLATION OF PROPOSED 8” WATER LINE, REFER
8" TREE . TO GENERAL NOTES AND CONSTRUCTION DETAILS IN THE
4,5 PLANS FOR STINSON HIGHLANDS, PHASE 2.
o CRAPE N
o o /N\ 2. COORDINATES SHOWN HEREON ARE TEXAS STATE PLANE
-+ COORDINATES NORTH CENTRAL ZONE (4202) NAD 83 AT
To) SURFACE WITH A SCALE FACTOR OF 1.000152710.
/N\ HORIZONTAL & VERTICAL CONTROL POINTS VERTICAL DATUM IS AT NAVD 88.
NO. DESCRIPTION NORTHING EASTING ELEVATION |<_E
#2 1/2” IR W/CAP  7076577.1870  2551627.0170  506.61 e
. 1" CAUTION !!
#3 1/2” IR W/CAP  7076209.3870 2551808.8310  505.59
L THERE ARE EXISTING AND/OR PROPOSED UTILITIES IN
— PROJECT AREA. UTILITY INFORMATION SHOWN ON PLANS
= REPRESENTS APPROXIMATE LOCATIONS OF EXISTING
5 5 UTILITIES AND IS NOT NECESSARILY ALL-INCLUSIVE.
/\ PROPOSED WATER LINE "W-—A CONTRACTOR SHALL BE RESPONSIBLE FOR VERIFYING
T EXACT LOCATIONS OF ALL EXISTING UTILITIES AND SHALL
STATION NORTHING EASTING Ol SAAASRAN BE REQUIRED TO PROTECT UTILITIES TO AVOID DAMAGE.
.l . 6+29.
STA. 0+00 7077093.8231  2551633.3012 |<_E O%@ H,EEAHV‘A" PRIOR TO ANY EXCAVATION, CONTRACTOR
QN : .
P.. STA. 449572  7076598.1102  2551635.0842 = poty | -8” 45 BEND SHALL CONTACT DIG-TESS, TEXAS ONE CALL,

P.I. STA. 6+29.01 7076497.7649  2551722.8172 A = 49°24°19” LT.

LONE STAR NOTIFICATION AND OTHERS AS
REQUIRED TO LOCATE EXISTING UTILITIES.
CONTRACTOR SHALL ALSO CONTACT APPROPRIATE CITY

UTILITY DEPARTMENT FOR FIELD LOCATES OF MUNICIPAL
INFRASTRUCTURE 48 HOURS PRIOR TO CONSTRUCTION.

>[>[>

P.I. STA. 7+47.43 7076498.9404  2551841.2367

DRAWN:
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: BW2 Engi Inc. £ ~ WATER SYSTEM IMPROVEMENTS
—— 0t 77 % ¥ | SHEPHERDS CREEK DRIVE WATER LINE

1/22/14 | FIELD CHANGE PER CITY MARKUPS MRB Suite 500, L.B. 27

: » W7 - — DL~ 1 SHEETS
9/30/13 | REVISED WATER LINE ALIGNMENT MRB SCALE 1 Garland, Texas 75042 %

: ‘ (I o LINE "W=A"Y = STA. 000 TO STA. 7+58.18
9/24/13 | ADDED CONTROL DATA DATE: SEPTEMBER 2013 (972) 864-8200 (T) (972) 864-8220 (F) “&.. NZ

SHEET NO.

DATE REVISION RE\';AIE\IIBVED DWG. NAME: __1605SHEPWIRREV i feantration 0. 19250 “f{c{%ﬁ.ﬁ CITY OF LUCAS JOB NO. 13-1605




